
ROOF DRAIN DETAIL
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1"=1'-0"

FLASH ROOFING MATERIAL TO
DRAIN IN ACCORDANCE WITH
MANUFACTURES
RECOMMENDATIONS

RECESS ROOF SUMP RECEIVER
INTO ROOF INSULATION TO INSURE
THAT ROOF DRAIN INLET IS BELOW
ROOFING LEVEL

TOP SET DECK PLATE

INSULATION

INSULATE DRAIN BODY AND RAIN
LEADER AS SPECIFIED.

DRAIN BODY

CONCRETE ROOF SLAB

ROOF DRAIN

ROOF DRAIN

RECESS ROOF SUMP RECEIVER
INTO ROOF INSULATION TO INSURE
THAT ROOF DRAIN INLET IS BELOW
ROOFING LEVEL

TOP SET DECK PLATE

INSULATION

INSULATE DRAIN BODY AND RAIN
LEADER AS SPECIFIED.

DRAIN BODY

EXTENSION

EMERGENCY ROOF DRAIN

EMERGENCY ROOF DRAIN

INTEGRAL
WATERGUARD

3
"

OVERFLOW DRAIN DETAIL
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1"=1'-0"

1' - 4"

MAINTAIN INTEGRITY OF
EXISTING CONCRETE FLOOR

WATERPROOF MEMBRANE

DRAIN BODY

WASTE PIPING

EXISTING
CONCRETE
FLOOR

FLOOR DRAIN STRAINER

EXISTING FLOOR

TOP OF EXISTING
FLOORCLAMPING COLLAR

CONCRETE GROUT

FLASHING

NOTES:
1. CUT EXISTING FLOOR AS REQUIRED FOR
    INSTALLATION OF NEW FLOOR DRAIN AND
    FLASHING
2. ALL HOLES SHALL BE CORE DRILLED
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X-YYY-ZZZ

600 WOG

BRASS TAG

NOTE:
ALL NEW PIPING SHALL INCLUDE A
19 GAGE 1-1/2" DIA. BRASS TAG
ON BRASS CHAIN OR BRASS "S" HOOK.
TAG SHALL BE STAMPED: X-YYY-ZZZ.
VA WILL ADVISE ON EXACT NOMENCLATURE.
ATTACH TO "INLET" OF BALL VALVE HANDLE.

UNION (TYPICAL)

COLD WATER SUPPLY
1/2" TRAP PRIMER
SEE PLANS FOR LOCATIONS

1/2"

1/2"

SEE DRAWINGS FOR LOCATION

INSTALL INSULATION ON TRAP PRIMER
DISCHARGE WHERE IT PENETRATES THRU
FLOOR. (MIN. 2" ABOVE AND BELOW FLOOR)

FLOOR DRAIN

FINISHED FLOOR

1/2" TYPE "K" ANNEALED COPPER (BELOW GRADE)
1/2" TYPE "L" COPPER (ABOVE GRADE)

ACCESS PANEL

CEILING

BOTTOM OF
STRUCTURE

VALVE TAG

SHUTOFF VALVE,
INSTALL WITH
HANDLE AT SIDE

NOTE:
VALVE SHALL BE LOCATED
HORIZONTALLY WITHIN 24"
OF ACCESS PANEL

TYPICAL AT ALL LOCATIONS WHERE PIPING IS LOCATED HIGH
ABOVE CEILING AND VALVE WOULD NOT BE EASILY ACCESSIBLE

DECKING
VENT SLEEVE

INSULATION ROOFING

FLASHING BUILT INTO ROOF

CAULKING TYPE VENT STACK
FLASHING SLEEVE

CAULKING

6"
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PER CODE
FLASHING

P
D

SEE FLOOR PLAN
FOR CONTINUATION

ELECTRICAL
OUTLET BY
ELECTRICAL
CONTRACTOR

TO ELEVATOR
SHAFT/PIT

CONTROL SYSTEM -
SEE PLANS FOR LOCATION

8 PIN MALE CONNECTOR

MULTI-PIN CONNECTOR AND
CORD IN CONDUIT -
COORDINATE LENGTH REQUIRED

BALL VALVE

SPRING LOADED CHECK VALVE

OPEN GRATING

UNION

HIGH WATER ALARM FLOAT

PUMP ON-OFF FLOAT

MINIMUM PIT SIZE =
24"x24"x24"

OIL-MINDER PROBE

SUBMERSIBLE EFFLUENT
SUMP PUMP WITH OIL
SENSING COMPONENTS

CUT GRATE AS
REQUIRED FOR
DISCHARGE PIPING

OIL MINDER CABLE,
POWER CABLE, HIGH LIQUID
ALARM CABLE AND PUMP
ON FLOAT CABLE

JUNCTION BOX

8 PIN FEMALE
CONNECTOR

2"

SENSOR OPERATED FAUCET

COUNTERTOP BY G.C.

STAINLESS STEEL BRAIDED HOSE

CHROME PLATED ASSE 1070 POINT
OF USE THERMOSTATIC MIXING
VALVE WITH INTEGRAL INLET CHECKS AND
TEMPERATURE ADJUSTMENT KNOB
MOUNTED BELOW SINK

LOOSE KEY ANGLE STOP AND SUPPLY (TYP.)

NOTES:
1. INSULATE TAILPIECE, "P" TRAP, SUPPLIES AND STOPS PER SPECIFICATIONS.
2. PROVIDE ALL REQUIRED SUPPLY TUBING REQUIRED FOR COMPLETE INSTALLATION.
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BUILDING 9 -
SECOND FLOOR RENOVATION

542-13-105

MEW MEW

1400 Blackhorse Hill Road
Coatesville, PA 19320

P301

DETAILS

05 / 12 / 14 12577
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 1" = 1'-0"
1

FLOOR DRAIN IN EXISTING FLOOR DETAIL
 1" = 1'-0"

2
NEW BRASS VALVE TAG DETAIL

 1" = 1'-0"
4

SINGLE TRAP PRIMER PIPING SCHEMATIC
 1" = 1'-0"

5
VALVE DROP DETAIL
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6

VENT FLASHING DETAIL
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3

OIL-MINDER SYSTEM ELEVATOR PIT SUMP PUMP SCHEMATIC

 1" = 1'-0"
7

PUBLIC LAVATORY DETAIL - SENSOR FAUCET


